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State Repre~entative: 
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RCRA Subtitle I Inspection Report 

· UST Compliance Inspection 

Naval Station Anacostia 
IIMX-1 Helicopter Squadron, Building A398 

Washington, DC 20374 

Date of Inspection: 
May 17, 2007 

Facility Identification Number: 8-000570 

-~. 

Jan Szaro, Environmental Engineer 
U.S. Environmental Protection Agency 
(215) 814-3421. 

Martin-Matlin, Environmental Scientist 
U.S. Environmental Protection Agency 
(215) 814-5789 

Million Demisse · 
DC Department of Health 
(202) 5J5-2525 

Naval District Washington 
1014 N Street, SE Suite 320 
Washington Navy Yard, DC 20374-5001 

·John R. Ness, Environmental Engineer 
(301) 227-014_1 

M/SGT Buczynski 

S/SGT Slocum 

Sam Dye, UNICCO Facility Contractor 

ln,peoto, Signanrre: }==,4-- Date: ________ _ 



· Background .. 
On May 17, 2007 the United States Environmental Protection Agency, Region III (EPA) 
conducted a Compliance Evaluation Inspection (CBI) of the HM:X-1 Helicopter Squadron 
facility, Building A398, located at the Naval Station Anacostia in Washington, DC, to determme 
. the extent of compliance with Subtitle I of the .Resource Conservation and Recovery 4ct 
(RCRA). USEPA Inspector Jan Szaro was.assigned to conductthis inspection and was.· 
accompanied by USEP A Inspector Martin Matlin. Million Demisse of the District Department . 
of the Environment (DDOE}accompanied theUSEPA Inspectors on this CBI. 

Inspection Observations 
Naval District Washington (NDW) is listed_ as the owner of the USTs on the notification form 
provided by DDOE. 1:his inspector contacted Sharon Hamilton ofDDOE on May 10, 2007 to 
coordinate inspection of the facility. The tank owner's representative, Mr. John R. Ness, was 
contacted by this inspector on May 14, 2007 to also coordinate this inspection. The inspection 
was conducted on May 17, 2067. The facility was open and operating during the time of 

I . . . 
inspection. 

This facility is operated as the-base of operations for HMX-1 Helicopter Squadron, primary 
responsibility of which is to provide support function to the White House. Two (2) underground 
storage tanks -(UST) for the storage of JP-8 jet fuel are prese~t at the fuel farm at the facility. A 
3rd UST is. also present at the fuel farm for the collection of JP-8 with water contamination that 1s 
pumped from the bottoms of the two (2) JP-8 USTs. At a separate location at the facility there IS 

one (1) UST for the storage of diesel fuel for an emergency generator. See Table 1. 

Tank No. 

1 

2 

3 

6 

Table 1 
US Ts located at Naval Station Anacostia #8-000570 

HMX-1 Helicopter Squadron, Building A398 
Washin2ton, DC 20374 

Material 

JP-8 Jet Fuel 

JP-8 Jet Fuel 

JP-8 Jet Fuel w/water 

Diesel · 

Capacity (Gal) --
15,000 

15,000 

1;000 

8,000 

-This inspector presented credentials to Mr. ~ess on arrival at the faci_lity and explained the 
purpose of the i_nspection. This inspector had alr~ady spoken with Mr. Ness on May 14, 2007 
and had informed him at that time that this facility would be inspected. Mr. Ness had 
prearranged for the inspectors to be granted access to this Facility due to the heightened security 
level maintained there. Mr. Ness verified that the facility was owned and operated by Naval 

· District Washington. 



' . .. . . ' 

The two (2) JP-8 Jet Fuel USTs·were not closely inspected since, as part of an airport hydrant 
fuel distribution system, they appeared to be deferred from regulation. . Each sump and tank 
portal ofTk-3 ·and Tk-6 was opened for observation. Photographic documentation of 
observations was restricted due to tp.e high level of security at the Facility. For the jet fuel farm 
USTs, inspectors observed spill buckets, ATG monitoring ports, and possible interstitial 
monitoring ports for each of the US Ts. For Tk-3, the JP-8 contaminated with water tank, there is 
a sump pump which is used only when the contents of the UST are periodically shipped off-site 
via U.S. Filter; a used oil handler. 

For the Diesel UST, inspectors observed a spill bucket, ATG monitoring port and double wall 
fiberglass piping designed for suction operation. 

Release Detection _ . . _ _ 
· An Jncori TlP/4 Tank Sentinel Automatic Tank Gauging System (ATG) is used at the fuel farm 

area of the facility and monitors all three (3) USTs in the fuel farm. The System Setup report 
pulled from the Tank Sentinel during the CEI (See Attachment 2) indicated that testing is being 
performed on· all three (3) of the USTs in the fuel farm~ Two (2) of the USTs had a passing 0.2 · 
gal/hr leak test run the day prior to the inspection. TK-1 had the test disrupted as it was put into 
dispense mode during the testing period. 

Mr. Ness informed this inspector th~t the ATG system at this Facility had been expanded in 
2006 to include Tk-3. He stated that.this was done ih response to a prior CBI conducted at the 
Facility in 2002. Other than the passing results for May 2007, only one (1) other documented 
passing result was available for the previous 12 months. The Facility representatives stated that 
they were unaware of any requirement to retain tank release detection records. The System Setup 
report for the fuel farm lists ten (10) sensors present in the fuel farm. All ten were reported by 
the ATG printout to be functioning norma}ly the day of the CEI but the report did not list the 
twe, function or location of any of the spE;cific sensors. 

The Diesel UST, though used solely to suppiy an emergency generator, is monitored for tank 
release detection by a separate Jncon Tank.Sentinel ATG. 

Spill & Overfill . 
Spill buckets were observed for each of the three (3) US Ts in the fuel farm and for the diesel 
UST. The fuel farm USTs have continuous monitoring for overfill through the ATG while the 

· diesel UST was observed to have a flapper valve in the fill pipe. 

Corrosion Protection 
Observations made at the time of inspection appeared to indicate that there were not any parts of 
any of the UST systems at this facility that would require corrosion protection. · · 
Financial Assurance 
This is a Federal Facility: 
Attachments 
I. Leak Detection Inspection: ·Checklist 
2. May 17, 2007 ATG printouts 



.. -~11,11;:, .-.. _.._,T.L'-T ~ • · . . . · · ~...,T .a.au . , 
· ·. · · ·. · dVW AJ.I']D dd,I.W IY A Y:1"! .· . . . .. vs: . 

J 

,I . 
. (JJ\7~ 1stJJlti(!i • 

· 51Wr.)"J;-,j1} - . 

\.. '. 
. BNn-u1-1-s \--1l.1lt d 

.r 
·' 

.\.' 

...-i·• •s•r~:n111rm11••-•-11 r 

.,_ 
I 

i . 

' ·•. ·~ . 

. - ~~\l"'(\~ I .... 

' .>- ... ·.,~,I<! . '. 
l(j~l(jS~ . ·. ·•·· 

·, . 



UM0NO. 

Approvalelq)i 

Notification for Underground Storage Tanks 
State Agency Name and Address: 

~Underground Storage Tank Btanch DC ERA 
2100 Martin Luther King Jr. Ave SE 
Washinton DC 20020 

STATE USE ONLY 

ID NUMBER: 

DATE RECEIVED: 

i-----------,------'-------r-----------1 A. Date Entei:-ed Into Computer • A. NEW FACILITY • C. CLOSURE B. !Data Entry Clerk Initials ---
..------------'----.--------'-----------1 C. Owner Was Contacted to 

5 No. of tanks at facility Clarify Responses. Comments: 

Please type or print in ink all items except "signature"_ In section V. This fonn must be 
completed for each location containing underground storage tanks. If more than five (5) 
tanks are owned at this location, photocopy the following sheets, and staple continuation 
sheets to the form. 

GENERAL INFORMATION 
Notification is required by Federal law for all underground tankS that have 

been used to store regulated substances since January 1, 1974, that are In the 
ground as of May 8, 1986, or that are brought Into use after May 8, 1986. The 
infonnation requested Is required by Section 9002 of the Resource Conservation 
and Recovery Act, (RCRAJ, as amended. 

The primary purpose of this notification program is to locale and evaluate 
underground tanks that store or haw stored petroleum or hazardous substances. It is 
expected that the information you provide will be based on reasonably available 
records. or in the absence or such records, your knowledge, belief. or recollection. 

Who Must Notify? Section 9002 of RCRA. as amended. requires that. unless 
exempted. owners of underground tanks that store regulated substances must notify 
designated State or local agencies of the elCistence of their tanks. Owner means-

a) in the case of an underground storage tank in use on No-.ember 8, 1984, or 
brought into use after that date. any person who owns an underground storage tank 
used for storage, use. or dispensing of regulated substances. and 

) b) in !he case of any underground storage tank in.use before November 8, 1984. 
Jut no longer in use on .that date. any person who owned such tank immediately before 
discontinuation of its use. 

c) if the State so requires. any facility that has un~ei-gorie any'changes to facility 
information or tank system status (only amended tank information needs to be 
included). 

What Tanks Are Included? Underground storage tank is defined as any one or 
combination of tanks that (1) is used to contain an accumulation of 'regulated 
substances." and (2) whose volume (including connected underground piping) is 10¾ 
or more beneath the ground. Some examples are underground tanks storing: 1. 
Gasoline. used oil or diesel fuel, and 2. industrial solvents, pesticides, herbicides or 
fumigants. 

What Tanks Are Excluded? Tanks removed from the ground are not subject to 
notification. Other tanks excluded from notification are: 

1. farm or residential tanks or 1.100 gallons or less capacity used for storing motor 
fuel for noncommercial purposes; 

2. tanks used for storing healing oil for consumptive use on !hi;! premises 
where stored; 

I. OWNERSHIP OF TANK S 
Owner Name (Corporation. lndi-.idual. Public Agency. or Other Entity) 

US Nav 

3. septic tanks; 
4. pipeline facilities (including gathering lines) regulated under the Natural 

Pipeline Safety Act of 19661. or the Hazardous Liquid Pipeline Safety Act of 197! 
which is an intrastate pipelline facility rE!!Qulated under State laws; 

5. surface impoundmerns, pits. pol1ilt!s. or lagoons; 
6. storm water or wastie water collection systems; 
7. flow-through process tanks; 
8. liquid traps or associated gatheri111g lines directly related to oil or gas proc 

and gathering operations; · 
9. storage tanks situated in an unde,w-ground area {such as a basement, cell. 

mineworking. drift. shall. or tunnel) if the storage tank is situated upon or above • 
surface floor. 

What Substances Are Covered? Ttlle notification requirements apply to und 
ground storage tanks !hat contain regulall!ed substances. This includes any subs! 
defined as hazardous in Section 101 (14) of the Comprehensive Environmental 
Response. Compensation and liability Al.ct of 1980 (CERCLA). with lhe exceptior 
th,ose substances regulated as hazardow waste under Subtitle C ·or RCRA. It als 
includes petroleum, e.g .• Cfl!Jde oil or a~, fraction thereof which is liquid at standa 
conditions of temperature aind pressure 1!(60 degrees Fahrenheit and 14.7 pounds 
square inch absolute). 

Where To Notify? Sendl completed fiiorms to: 

Underground Storage Tartk Branch 
DC Environmental Regulation Admin 
2100 MLK Jr. Avernue SE Suite 203 
Washington DC 20020 
When To Notify? 1. Ow;ners of undeqjround storage tanks in use or that haw I 

taken out of operation after .January 1. 1 Sl74. but still in lhe ground. must notify by J. 
1986. 2. Owners who bring underground storage tanks into use after May 8. 1986. r 
notify within 30 days of bring~ng the tanks:-into use. 3. If the State requires notilicaitic 
any amendments to facility. send informaltion to State agency immediately. 

Penalties: Any owner who knowingly fails to notify or submits false infonnatic 
shall be subject to a civil penalty not tm eKceed S10,000 for each tank for whic 
notification is not given or for which fa1!se information is submitted. 

IL LOCATION OF TANKS 
K required by Stale. give the geographic loeati0"1 of tanks by degrees. minutes. and seconds. 
E>amples Lat. 42, 36. 12 N Long1 SS. 24. 17W 

Latitude 3 9Ni Longitude_7_7_W __ _ 
Street Address 

901 M Street SE 

Facility Name of Company Site lc:lenlifier. as app>licable 

Naval Station Anacostia 

(if same as Seo,c 
marl< bOx he<e) [ 

Washinton Nav Yard Bld 200 
City State Zip Code 

ton DC 20374 

Phone Number (include Area Code) 

(202) 433-7181 
EPA Form 7530-1 (Rev. 8-94) Electronic and Paper versions acceptable. 
Previous editions may be used while supplies last. 

Street Address 

2701 South Capitol Street SE 

City 

Washinton 
CoulClly 

State 

DC 
Municipality 

Zip Code 

20374-5068 
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naoumgton, DC 20460 

. Notificattion for Underground Storage Tanks 
Ill. TYPE OF OWNER IV. INDIAN LANDS 

OMBNo. 2 
~oval expire 

Federal Government D Commercial 

State Government D Private 

Local Government 

Tanlks are located ori land within an Indian Tribe or Nation: 

O Gas Station 

D Petroleum Distributor 

D Air Taxi {Air1ine) 

O Aircraft Owner 

O Auto Dealership 

Reservation or on other trust lands. O 
Tantks are owned by native American nation, 

tribe, or individual. O 
V. TYPE OF FACILITY 

D Railroad 

• Federal - Non-Military 

I[] Federal - Military 

• Industrial 

• Cori tractor 

VI. CONfTACT PERSON IN CHARGE OF TANKS 

• T rucking!Transport 

• Utilities 

• Residenltial 

• Farm 

• Other (Explain) 

Name: Joo Title: Address: Phone N1Umber (Include Area CodE 

Director HQ, NDW 901 M Stree 

Elizabeth M. Frees Env/Safety Dept Washington oc·20374 (202} 433-7181 

Check All that Apply 
\ fR] 

• •. 

Self Insurance 

Commercial Insurance 

Risk Retention Group-

VOi. FINANCIAL RESPONSIBILITY . 

0 I have met the financial responsibility requirements in 
· accordance with 40 CFR Subpart H 

D Guarantee 

0 Surety Bond 

0 Letter of Credit 

O State Funds 

O TrustFund 

• Other Method Allowed -
Specify 

VIII. CERTIFICATION (Read and sign after completing all sections) 

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this and all attached 
documents, and that based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the 
submitted infonnation is true, accurate, and complete. 

Name and official title of CHll1el' or owner's 
authorized representative {Print) 

Elizabeth M. Freese 

Signature Date Signed 

EPA estimates public reporting burden for this form to average 30 minutes per response including time for reviewing instructions, 
gathering and maintaining the data needed and completing and reviewing the form. Send comments regarding this burden estimate to 
Chief,. Information Policy Branch (2136), U.S. Environmental Protection Agency, 401 M Street, Washington D.C. 20460, marked 
"Attention Desk Officer for EPA." This form amends the previous notification form as printed in 40 CFR Part 280, Appendix I. 
.Previous editions of this notification form may be used while supplies last. · 

EPA Form 7530-1 {Rev. 8-94) Electronic and Paper versions acceptable. 
Previous editions may be used while supplies last. 
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I Notification for Underground Storage Tanks 

VMS,NO. ;j 

Approval expir 

-.I IX. DESCRIPTION OF UNDERGROUND STORAGE TANKS (Complete for each tank at this location.) 

{ ·1Tank Identification Number. TankNo.A398-·f TankNo.A398-2TankNo. A398-i Tank No. A398-9TankNo 

1 .. Status of Tank (Mark only one) 

Currently In Use '[R]' ~ 
Temporarily Out of Use • • 

Permanently Out· of Use • • 
Amendment of Information " • • ... , 

2. Date of Installation (mo.Zyear) 1/90 1/90 
3. Estimated Total Capacity (galions) 15000 15000 
4. Material of Construction 
(Mark all that apply) 

Asphalt Coated or Bare Steel • • 
Cathodically Protected Steel • • 

Epoxy Coated Steel . • • 
Composite (St~ with Fiberglass) • • 

Fiberglass Reinforced Plastic [] fR] 
lined Interior • • 

Double Walled [] (gJ 
Poiyethylene Tank Jacket • • 

Concrete • • ~ 

• • ) Excavation Liner 

Unknown • • Other, Please specify 

Has tank been repaired? l[] [ill 
5. Piping (Material) 

{Mark all that apply) Bare Steel • . • 
Galvanized Steel • : • 

Fiberglass Reinforced Plastic • i • 
Copper • • 

Cathodically Protected • • 
Double Walled ~l lKJ 

Secondary Containment • I • ~ 

Unknown • D i 

Other, Please specify Stainles~ s;teel .(I) 
Epoxy coa1 ed steel (0 

6. P1p1ng (Type) 
(Marx all that apply) 

Suction: no valve at tank '[K] lK] 
Suction: valve at tank • • ~r f 

Pressure [] [] 
Gravity Feed • • 

Has piping been repaired? ff] ~ 
EPA Form 7530-1 (Rev. 8-94) Electronic and Paper versions acceptable. 
Previous editions may be used while supplies last. 

18] 

• 
• 
• 

1/90 

8000 

D 
D 
• • 
IR] 

• 
IR] 

• D 
D 
• 
[ill 

[RJ (I) 

• 
~ (0) 

• • 
lKJ 
• • I & 0 

1Stainless 

steel flex 
con1&tors 

• • • 
[ill 

[K] 

• 
• 
• 

1/90 

1000 

• 
0 
• • 
[J 
·D 
[J 

• • • • 
[fil 

• • • • • 
~ 
• • Same as; 

A398-I 

[g] 

• 
lRJ 
• 
!ill 

& 2 

·• 

[ 
[ 
[ 
[ 

• • • • • • • • • • • 
• 
• • • • • • • • 

• • 
D 
• • 
Page 3 of 
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-

Notification for Underground Storage Tanks 

';i 

' Tank Identification Number · Tank No. A398-l Tank No.A398-J"ank No. A398~6 Tank No. A398-9Tank N< 

C 

t 

7. Substance l;Urrently or Last 
Stored in Greatest Quantity by 

Volume G·asoline • • D 
Diesel • • [Kl 

Gasohol • • • 
Kerosene D D • 

Heating Oil • D • 
Used Oil • D D 

Other [KJ [l • Please Specify Jet Fuel # 3Jet Fuel #I 

Hazardous Substance • • • 
CERCLA name and/or . 

CAS number 

Mixture of Substances • • • 
Please Specify 

X. TANKS OUT OF USE, OR CHANGE IN SERVICE 
1. Closing ofTank 
) A. Estimated date last used 

(mo./day/year) 

B. Estimated date tank closed 

(mo ./day/year} 

C. Tank was remowd from ground 

D. Tank was closed in ground • 
E. Tank filled with inert material • 

Describe 

F. Change in service • 
2.S~e Assessment Completed • 

~ jdence of a leak detected • ~ 

EPA Form 7530-1 (Rev. 8-94) Electronic and Paper versions acceptable. 
Previous editions may be used while supplies last. 

• • • • 

• • 
• • 

• • 

D l 
• [ 

• [ 

• [ 
D . [ 

• [ 
igJ [ 

I 

Water w/ 
little JPS 

• [ 

D • 

; 

i 

'i 

• ' • • D 

• D 
,· 

• • 

• •· 
Page4o 



Approval expin 

I · Notification for Underground Storage Tanks . 
XI. CERTIFICATION OF COMPLIANCE (COMPLETE FOR ALL NEW AND UPGRADED TANKS AT THIS LOCAl -rvank Identification Number Tank No. A398 .. Ifank No.A398- rrrankNo.A398- 5 Tank No. A 3 9 8 - 9"ankNo. 

1. 1nsta11at1on 

I 

\ 

j 

r 
i 
' 
l 
' : 
' 

' 
' 

i 
I 
i 
1. 

A. Installer certified by tank and • • • • [ 
piping manufacturers 

B. Installer certified or licensed by ~ • • • • [ 
the implementing agency 

C. Installation inspected by a • • • • [ 
registered engineer 

D. Installation inspected and ap- • • • • [ 
proved by implementing agency 

E. Manufacturer's installation • • • • • 
checklists have been completed . 

F. Another method allowed by • • • • • 
State agency. Please Specify 

.!. Release Detection (Mall< a11 Ihm apply) IANK. t-'lt-'INI,.; IANK t-'lt-'INI,.; TANK t-'lt-'INI,.; TANK r'Bt-'INlj TANK t-'I 

A. Manual tank gauging • • • • • 
8. Tank tightness testing D • ~ D • 
C. Inventory Controls • • • • • .. 

D. Automatic tank gauging • • • • • 
·, E. Vapor monitoring 
' • !• • • • • • • • [ 
F. Groundwater monitoring • • • D • • • • • [ 
G. Verify monitoring/secondary D • D • D D • • • [ 

containment 

H.Automatic line leak detectors D • • • • • • • • [ 
I. Line tightness testing • • • • • • • • • [ 
J. Other method allowed by •· • • • • • • • • [ 

implementing agency. Defe1 red Defer ed Exemr: t '05 Defer red 
Please specify 5502.l(d) 5502.l(d} 5502.3 5502.l{d) 

3. 'Spill and Overfill Protection ;. __ •, 

A. Overfill device installed [R] ~ • [] • 
B. Spill device installed [gJ ~ • []' • 

OATH: I certify the information concerning installation that is provided is section XI ijs true to the best of my belief and knowledge. 

Installer: 
Name 

, 
Position 

EPA Form 7530-1 (Rev. 8-94) Electrornc and Paper versions acceptable. 
Previous editions may be used while supplies last. 

Signature Date 

Company 

Page 5 of 



- . -••--•11:1•Vll,HIII ~1Uf"i1Q8 tanks 
;:,ww ~ Name lndAddr111a: STATE USE ONLY 

Und~rground Storag.e Tank Branch DC ERA IUNUMBER: 
2100 Martin Luther King Jr. /\ve. SE 
Washington, DC 20020 DATE RECEIVED: 

, , re uF NOTIFltnlON A. Date Entered Into Computer 
A. NEW FACILITY I [i] I • B.AMENDED • C. CLOSURE B. Data Entry Clerk ln~lals 

C. Owner Was Contacted to. 
_L No. of tanks at facility · I _No.of conlinuallon sheets attachlld Clarify Respom1es. Co111ments: 

· IN;:t J RUCl IUNl:j 

Pl .... SYN AC :PrfOJ lo lok Ill item• ••c.pt "1i9n1ture" In aec;tion V. l'his form must be 
completed for •ach location containing 11nd•rgro11nd •torage tanks. If niore than fivt (51 , 
tanka a19 owned at this locadon. photocopy the following shHts, and &Upt• ~onUnuatlon 
,n ... 10 lht ronn. 

Gl:Nt;RAL INFORMATION 
NDtificallon i• ,-quil9dbJ Faden!,_ for an unde19round 1.1n•1 lhal have S. sepljc ta~. 

l»HR. usd lo lton re9ullted sv111t1ncn tlnco J1nu1rr 1, 19741, thlt 1r1 in the •· ppOlino lacili1ie& (illeluding galhorin9 linn) re;ulah9d under Ole flalural Gas 
ground • of lby I, 1186, or that ara brought into use after May I, 1 HS. The Pipeline Sife~ Ad of 1161, onhe llamdous Liq111d Pbieine Safely Ad ol 1979. or 
tnformllfofl 19qlltlltd II l'lll"lttd Dy Section ,ooz of HUI Ro1ourc1 ConH1YatiOn which is an irit't1slale pipeline lacifity regulated under Slate ,_: 
anti Recovtry Act. (RCRA), ff •m•ndad. 5. surfilCS impoundmenl&, pilC. ponds. or lagoons; 

The primary purpose of this nocilic.ticitl p,og111m ;, 10 IOCJ1te 111111 ew1u111e 1. slOfm wster °' w1311 wo1er eo11ecuo11 aysiema: 
unoetg(QUIIO laflkl NI slOre Of na,e stored peltOleum or l\azardou1 subslances u is 1. llo,,r-Dlrough proce11 tanks: 
o.pocled lhal tho information )OY pni.ido will ha based on reasonably ..,,,;111ble a. liquid 1, ap• ~ associ,lled galhe1ing fintt di_rectt,, relale<I IO oil or ges p«>dudi01 
,_d,. « in lh• abHnce of sue11 records. ~ tmOVlledQe, belief, or rccolleaon. ano gamerino opere.llOCIS: 

Who Muse Noeify? Secuon 0002 of FtCAA, as amended, 1equire, 11111. unu!,s 
9. s1c,aoe tanks ,,b,aled in an Ullderground IIN (•uct, as • basement, cellar, 

e.<effi94eG. owners cf undet51,-,CS tanl,.s lhal &lore revulalltd • ub5lancas mu&I ""lily mine-,1u119. orifl. shill. or tunnel) if Ille storage llnll is s11U11re-d upon Of' above ll'lt 

de1ignal!ld State or loc,,I agenc:iea ol lhe e.w:i,tence of their tanks. Owner mea,,,_ surt.ice IIOOr 

( 

a) In lhe -=-•- ol an und11ground sior• ge 11n1< '" use IHI No~moer e. 1914. or 
Whal Sub51ilnClls Arw Cow.red? Th11 natilicalion ,_...~ iilPP', 10 under• 

ground ,10,a1191anks !hat_ CO(llain regulilled i.\lbslaneel. Thtl incaides any stdlsi.ance lll'CIUthl lnlO use afler that c:i.11•. any person wllo owns .in ln!a,ground 1tor• lank acrined as 11aza,aous 1n Sedlon 101 114) Of ltlCI comp,thellSive ErMrorvn11n1ar 
used lar 5fl:rago. uu. o, dispensing ol regulared wbf.iancas, a,>d Reaponse. componcatiOII and Uatlility Ael of 1910 ICERCLAJ.1Mlh 911 e,,,cepcion of 

bl In 1111 case or any underi,round ,10rage tank in ii&a befor11 No-Nllbel' a. 1984, Hice• 1ub$t.ln06s niuulalad u hUilrcbA wa,11 under Slaitlll C of AC~ • 8!90 

bu! no lllnger In use on 11111 aate. any peraon WIIO ownea suen 1an1t 1mmedla1e1-, before 1nt1uaes pet, Ole um. e 9 .. crucse oil a, any 1ract111n UleflOf ..t,ich Is lquld al stand¥d 
CIISC(llllll'IJ3liCln Of its use. ,. e.:1ndi\ions rJ 1e1np,m1tu1e and prossu10160 degt!181 Fahrenheit tlld t•.7 pcvnds per 

C) it Ille Slale so requires. a,y facility ll'la\ has undergon11 any cht!lnges 10 fac:iliry 
square inch eb,olule}. · 

infonnaliofl or llfllC ayslem ststllt (only ameodcd tank inlOtmalion neod1 lo bo w,i,,. To Noel¥7 Send compt:etOO loml$ ID: 

inC!udlG). Underground Storage Tank Branch. 
Nlat Tanks An lm:luded? Undereround itorilge lank i, defi8'ed as any one o, DC Environmental Regulation Admin 

combiMlion ol tarlkl 111111 (,) is used IC contain 1111 KCufJ1ul3tiOn Of •regulaled 
2100 MLK Jr. Aven. SE Sutie 203 1u11tlllnCU." end (2) wtltde wlurnt (including comectl!d underground piping) ,s 111•1,, 

or mo,1 berleaut lhs ground. Scme examples are underground Ian~, storing: 1. Washington, DC 20020 
Gasollno. ialld oil or cllasOI l'uel. VICI i. tnausr,011otvencs. peslieiaes. hert>ic,d~ or When To Notif1? 1. Owoe,, of unoerground storage tanks in usa or that ha.e bee!\ 
ftni~n\l lllken CUI or operation after January 1. 197'. blA &till in lhe ;round, must notlyllr Mar I. 

'Whit Tanks Al• Excluded? Tanks remo..ed from me grouna are n01 sub1cc1 lo 1986 z. Owners who bring 1.a1derg.-ounct storage lllnks Into use alter May I. 19116. mu• t 

nolilicalion. Olher liJnke e~uded from nov1,c.illon are: noa!y~dlin 3D 011~ or rwngm9 trie tanlts into uso J. tr"1• Slata requires ~ficatilll\ of 

1. farm CIC' res1<1enlial tanks of 1.100 gallons or leu capacity useo lor slo•,ng mctor 
any amenclml!l'!b; to facmty. sand in!ormalion !o SCiill~ agency lrnmeGialely. 

fuel !or noncommmcial purposes; Penalties: Arly ownerwllo know,ingl)' fails to notify or subrnit1 t.lse infonn11lon 
2. larlQ u,ed for S1orir19 healing o~ ror cornsumptiwe uise on the premrses shall bO subject to a civil p• nalty not lo exceed 110,000 for each lank for which 

wllere stored. notillcation is not given or for wllich fats, inlonnalion is 11ubmilled. 

I. OWNERSHIP OF TANK(S) 11. LOCATION OFT ANK(S) 
O.,,,,,Nlln• ICOfPO!Micft, Mi...:!u-..t P..a,lic ~,. or 0ttler Enl-trl f r-oqui:-ud r., S1~1a. gr.G !tlCI 9.-,qapn,c 110c!lbcn al ,,.,._ by degraes, mRM;. - :iocono,. 

E,ampiu LJII 42, ~- 1 :Z .N L~ 85. 24. 17W 

us Navy Latitude 39N Longitude 77W 

6lnl0f-SI F=bty tbno ol Ccn!p- Sile !Qon!,har; u appl,::able I (of am• u S.a10n r. 

901 M Street SE Naval Station Anacostia .,....,""-tw.i) • 
~lr99SA~ 

Washington Nay Yard Bldg 200 2701 South Capitol Street SE 

~ 1 sr11e -1 Zip Ccao 

Washington DC 20374 

c~ Cily is- I ~c-Washington DC 20374-5068 

P-Numw (oncf.lGo,.,.. cocei Counly IM~•t,t, 
202-433-7181 

EPA Fonn _7530-1 (Rc,v. 1-94) Electronic and Pape,- -..nions eci:ep!Bble. 
PrCNious edtiofls may be used~~ 1upplles last. 
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- ----·u•-NIIU g1u,.c1ge I anka 
111. TYPE OF OWNER IV. INOIAN LANDS 

(] Federal Government D Commercial 1 anks are localed on land wlhin an Indian Tribe or Nation• 

D Stale Govemment D Private 
Rescrva~ion or on olher trust lands. 0 
Tanks are owned by native American nation, 

• Local Government tribe, or lndMdual. ·-•-----•-
V. TYPE OF FACILITY 

• Oas Station • Railroad • T ruddng/T ran1port 
; 

• Petroleum Distributor D Federal • Non-Mitilary • Utilities 

• Air Ta,ci (Alrlne) [ii Federal • Military • Residential 

• Ain:raftOwnet CJ lndusbial • Farm 

• Auto Dealership 0 . Conlrador • Other (Explak,) --· - ~-'· .. 

VI. CONTACT PERSON IN CHARGE OF TANKS 
Nana: Job Title: Address: Phclne Number (k\clude Alea Code) 

Director HQ, NDW 901 M Street 
Elizabeth M Freese Env/Safety Dept Washington, DC 20374 202-433-7181 

VII. FIN~NCIAL RESPONSIBILITY 

• I ha·ve met lhe financial responsbifify requirements in 
accordance wilh 40 CFR Subpart H 

Chec:kAll lhal Apply 

[i] Self Insurance 
.. • Guarantee D S1aleFund1 

• Commercial Insurance • Surety Bond • Trust Fund 

(\ D Risk Retention Group • Letter of Credi • Other Method .Allowed • 
Specly 

VIII. CERTIFICATION (Read and sign after compleling all sections} 

I coftify under penalty of law lhat I have personally e1ramined and am familiar with lhe information submilted in this &01d a• altach9d 
documents. and lhat based on my inquiry of those irn!ividuals immediately responsible for obtaining the nformalion, ~ befieve that the 
submitted Information is true. accurate, and complete_ 

Hane and official ti"- of owner or c;mner's Signature OaleSigned 
~~-~(Print} 

~~~---- i;/z .. 7 /qca R.~c~ \.!.f\~~ 
Paperwork Reduction Act Notice -

EPA estimates public reponing burden for this form to average 30 minutes per response including time ror reviewing .. ilstrucdon,. 
gathering and maintaining the data needed and completing and reviewing the fonn. Send comments regarding lhis btr,mfen estimate to 
Chief. Information Policy Branch (2136). U.S. Environmental Protection Agtlncv. 401 M Street, Washington D.C. 204E"v0, marked 
"Attention Desk Officer for EPA: This form amends the previous nolificalion _fonn as printed in -40 CFR Pad 280, App1.endix I. 
Previous editions of this notification form may be u$8d while supplies last 

. 

EPA Form 753G--1 Rev. 9.94 Eleclronic anCI Paper uenions ac table. ( ) 
ProviOUI editions may be LISed while suppliel lssl Page2of ! 
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----·p•-VIIU ,nonage TankS 
""· UCi:iUUPTION OF UNDERGROUND STORAGE TANKS (Complere for eaCh tank II thia locldon.) 

Tank Identification Number Tank No. Tank No. 

1. Status ofTank (Maittct1ttcne> 
Currently In Use 0 

T tmpc,rarltf Out or Use • 
Pennenently Out of Use • 

Amtnclment of Information • 
l, uatt of Installation (motyar) 

3. Eslimnd TOIII C4lpacity (gallgnSl 

4. Material Of {;QOS1rlJCl10n 
(Ma11ttlltnat~) 

Asphall Coated or Bare Steel D 
Cathodicalf Protected Steel • 

Epoxy Coattd Sleet • 
Composite (Steel with Fl>er;lass) • 

FiberglaA Amforced Plastic • 
Lined Interior • 

Double Walled • 
Polyethylene Tank Jackel • 

Concrete D 
E11C8118tion uiet D 

Unknown • Other, P1ease specify 

Has tank been repaired? • 
5. Plpflg (t.ut«iel) 

(Mark aw llhar apply) Bare Steel • 
Galvanized Steel • 

Fiberglass Reinforced Plastic • 
Copper • 

Cathodiealt)' Protected • 
Double Walled • 

Secondary Conrai1ment D i 
Unknown • I 

Other, Please specify 
' 

o. t"ll)lllg (Type) 
(Marklllltl&t•IPl)IY) 

Suction: no val\/9 at tank • 
Suction: valve at 1.-ik • 

Pressure • 
Gravity Feed • 

Hn piping been repaired? • ePA Form ·7530-1 (ReV, 1-94) Elec1'01'11C anCI Paoer -.WSKlnS acceptable. 
Previor.ls editions may be used While 1uppies l&sl 

_ _/ 

• 
• •· 
• 

• • 
D 
D 
•: 
• • • • D 
• 
• 
• • o, 
• • • 
D ·• 

• • • • 
D 

Tank No . ..J.il.=6 Tank No. -
@ D 
• D 
• • • • 

1/90 
8,000 

• • • • • • • • l]I • 
D • Gl • • • • • • • 
D D 

[!] • 
[!j (I) • • • [!J (0) • • • [!] (0) • 
~ D 
• • • • I & 0 

stainless 
steel lfex connec ors 

(!l • 
D • • D 
• • [!l • 

Tank No. -
• •· 
• 
D' 

• • D 
• • • • D 
• • • 
• 
tJ 
• • • 
D 
• •. 
• 

• • 
D 
• • 



Tank ldentricatlon Number Tank No. Tank No. Tisnk No. 398- 6 Tank No. Tank No. 

1. 5U1™anee. t,;urrenuy or La5t 

Stored i1 Gruteat Quantity by 

Volume Gasoline • • D • • Oles.I • • IBI • • Gasohol • D • • D 
Kerosene • • D • •: 

Heatingm • • D • •· 
Used OH • • • • D 

Other • D • D • Please Specify 

Hazardous Substance D • \ • D • CERCLA name and/or -
CASnumber 

Mixture of Substances • 0: • • • 
Please Specify 

X. TANKS OUT OF use. O'R CHANGE IN SeRVICE 
1. Closing of Tank 

A. Estinated date last used 

(moJ~ay/year) 

B. Estinsteo date tank dosed 

C (moJday/year) 

C. Tri was removed frem ground 

0. Tank was closed in ground 0 D D • D 
E. Tank tiled with inert material D D • • • Descrw 

F. Change in service • • • • • 
2.Sle Assessment Complete<' D • • • • 

E'Widence of a leak detected • D • • D 

EPA Form 7530-1 (Rev. 8•M} Electrcnic ana Paper versions aec.eptabls. Page4of5 



('1 
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~ _,.,. -- - -- - . 
x - - _ .. _ ,,nu, a5e I ankl 

LNEWANo · .. __ ;>[ETERlR - - - PGR J<p;ir -- - ... ilS-~IOf 
TankldwnliflcatlonNuni>tr Tank No. . Tank No. T-,k No . .12§.:..6 Tank No. -- Tank No . -
1. 1ns1111a11on 

A. tnstaner c:er1lfled by tank and • D l] • • piping manufadurem 

B. lnstallet cenified or licensed by • • • • • tho Implementing agency 

C. lnstafta1ion inspected by a • D • • • rsglst..-ed engineer 

O. Installation inspoc;ttd and ap- • • D 0 D 
proved by inplemenling agency 

E. Manufac:turef'e klstallallon D • [!l • • checki$ts have been completed 

F. Another method alowed by • • • • • 
State agency. Please Specify 

~- r"leMSil5e ue1ec:ll0n (Mill! Ill NI ~I I N'tf\ r1r1rcu TANI\ t'lt"lrt\ll iANK -P"ll"'IN(j TANl!f. P1r1rc~ . 11\Nf\ t'lf"INl 
,, 

• • • D • A. Manual tank gauging 

8, Tank lighlttess testiig D 'D ~ • • 
C. inventory ConlrolS • • ~ • • 
0.Automatlc tank 9au9ing • • [!] • •· 
E. Vapor moniloring • D • • • o. • • • • 
F. Groundwater moniloring D • • D • • • • • • 
G. Verify ITIOnitoring/secondary • • • D • • D • • • 

f conlainment 

H. Automatic lne leak detectors •· • D • D [l • • • • ! 

I. Line lightness testing • D D • D [!] • • D • 
J. Other method alowed by • • • • [!] • • • • D 

implementing agency. Leak I ~etect on Sys em 
Please specify ExemEt unde 5502.3 

3. Spil nnd Overfill Protection 
UU'-.1...L ~uu~ 

A. 0verfiU device installed • r: :.....J [i] • • 
. B. Spill delrice ins1alled • • -~ D • 

OATH: I certify the riformation concerning installation lhal is provided is section XI is true to \he best of my belief and knowledge. ·· 

tnstaler: Todd A Monn JaMA m~ !'J-ld- -97 
Name Signature Date 

Certified Remover D L GEorge & Sons Construction Co. 
Position Company 

~PA Form TS30-1 (R.-,. 1-94) Electrcriic: and Paoer \11:nions accec>leble 
Preo.ba editiorl$ fflll)' be used "oMtikl supplies tasl 
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Title 20 District of Columbia Munlclpal Regulation• 
. . 

0) A liquid trap or associated gathering lines directly related to oil· or gas production 
and gathering operations; and . · : . · 

(k) A storage tank situated in an underground area (sucli as· a basemen~ cellar, 
mineworking, drift, shaft, or tunnel)· if the storage tank is situated upon, or above 
the surface of the floor, and is not covered by any earthen materials along its sides 
and bottom. · 

5502 PARTIAL APPLICABILITY OF UST REGULATIONS TO PARTICULAR UST 
SYSTEMS . . ... · . G 1\ 

~ ~- Yi:>c..FR_ -:2...<vo, i.D c...,)(:,; _ . 

C]so2:-1 . . ·(f~w.blg,.US1" sy~ms~~-1J'.~U.ire(ii;tQ,,cemply-,enly>with·,the prov-isions of ihi~ $e1:tioh:. -1 
· ----~--yaniwim~tlie''f>rovi~ioni:ofCHapt~r'-62:" __ , -Ji -~ ·. - · -_ -

(a) Wastewater treatment tank systems, including underground oil/water separator 
tanks, not regulated under §307(b) or §402 of the Clean Wat/Jr Act, 33-USC §1151 
et seq.; 

"(b) Any UST system containing any radioactive ~aterial that is regulated under the 
Atomic Energy Act of 1954, 42 USC §2011 et ~eq.; 

( c) Any UST system. that is part of any emergency kenerator system at nuclear power 
generation facilities regulated by the Nuclear Regulatory Commission under 10 
CFR Part 50, Appendix A; . . 

~y~;;:.y~airpq~cQK,flieJipo~hy~~:fuel,cJistribittion··~;,'aiid;j 

( e) _ ~ST systems with field-constructed tanks. 

5502.2 . No persoa;i may install an UST system identified in §5502.1 for the purpose of storing any 
regulated substance unless_that UST system: 

. 5502.3 

(a) Will prevent releases due to corrosion or structural failure for the operational life 
of the UST system; . 

(b) · Is cathodically protected against corrosion; constructed of noncorrodible material, 
steel clad with a noncorrodible material, or designed to prevent the release or 
threatened release of any stored regulated substance; and 

( c) Is constructed or lined with material that is compatible with the stored regulated 
substance. · 

\ In the event of a suspected or confirmed release from a UST system listed in §5502.1, the 
owner or operator shall comply with all of the provisions of Chapter 56 except 
§§5600.7(d), 5601 and_5604. 

55-3 



Facility No. 8000570 *** ··, .. ,~,.;,:1/:cc,; 

District of Columbia 
Department of Hea-lth 

Environmental Health A<lministration 
Bureau of Hazardous Materials and Toxic Substances 

Underground Storage Tank Division 

Th!is!ce~ifies that N~VAt. ANACOSTIA •. BLDG A3~1:1 
,'..' 

.Underground Storage Tank Facility has been duly registered with the District of Columbia and that the 
tc;1.nk registration·.f~ _have been remitted. This Certificate is valid provided that all other requirements 
have been met. in accordance with Title· 20 DCMR Chapters 55'-68. 

Facility Address: · 
SOUTH CAPITOL ST SW 
Washington,.DC 20374 

",·.'1" ... \ ~ 

.•-: 

:'. "i!/'-·i~ -,---,.-----------,------------
Sharon Hamilton, Acting Program Mamager 

This certificate effective 01 Jan 2007 and expires 31 Dec 2007. 
. . ·; ':•,;·:,·,.:u,:;; ·•.·.· ·. -:. ·.'·,··-· .. :y ··. 

This certificate authorizes the useofthe listed underground storage tank system(s) only in accordance with 
the District of Columbia Undergrdorid Storage Tank Management Act of 1990 (D.C. Law 8-:-242) and 
supporting regulations. · 

The following tank(s) have bee~· duly registe~ed at this fadlity: : 

!TANK STATUS I I DESCRIPTION I jsuBS'TANCE STORE 

006 Currently in Use 8,000 gal. Fiberglass Reinforced Plastic; Double-Wa Diesei 
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DRIVEW/<N - ~ 1 

BUILDING 
A398 

l 1.-J1f._ lll.'-n---~--~""--
I C FLIGHT CONTROL,+p~-

TOVt£R 
.·L_·__ GRASS _r A~EA 
I GRASS 
/ .AREA 

I 
I 

' ' ' ' 
' ' ' ' 25 gpm·oil/water 

t---~int2rcepteF~-~-----~~ 

r 

~ 

. TANK. 
A398-3 

30• 

s•,; s· · 

~ ~ .!Z' ~ , 

FUGHT 
~lROL 
TOYER 

550 ga waste .an 

100 gpm oil/water interc .pter 

--

\ 
\ 
\ 

---

\ 
\ 
\ 
\ 

GRASS 
AREA 

8,000 gal AFFF 
-Waste Tank 

--......... ---... -....... ---
1 i-l--ao----' 

CONCRETE PAD. 

· SIOEWAU< 

8, OOQ ga ,_Diese 

10,000 gal fuel oil 

3-28 

I- 10'fl' 

TANK 
A398-8 

/ 

1,000 ~al 
Waste 

✓ 
/' 

(NOT TO SCALE) 

I. 
I 

_, 


